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EFFECTIVE DATE NOTE 2: At 69 FR 38855, 
June 29, 2004, § 141.25 was amended in para-
graph (c)(1) in the entry for uranium in the 
second column of Table B by removing the 
word ‘‘reserve’’ and adding in its place ‘‘1 µg/ 
L’’, effective July 29, 2004. 

§ 141.26 Monitoring frequency and 
compliance requirements for radio-
nuclides in community water sys-
tems. 

(a) Monitoring and compliance require-
ments for gross alpha particle activity, ra-
dium-226, radium-228, and uranium. (1) 
Community water systems (CWSs) 
must conduct initial monitoring to de-
termine compliance with § 141.66(b), (c), 
and (e) by December 31, 2007. For the 
purposes of monitoring for gross alpha 
particle activity, radium-226, radium- 
228, uranium, and beta particle and 
photon radioactivity in drinking water, 
‘‘detection limit’’ is defined as in 
§ 141.25(c). 

(i) Applicability and sampling location 
for existing community water systems or 
sources. All existing CWSs using ground 
water, surface water or systems using 
both ground and surface water (for the 
purpose of this section hereafter re-
ferred to as systems) must sample at 
every entry point to the distribution 
system that is representative of all 
sources being used (hereafter called a 
sampling point) under normal oper-
ating conditions. The system must 
take each sample at the same sampling 
point unless conditions make another 
sampling point more representative of 
each source or the State has designated 
a distribution system location, in ac-
cordance with paragraph (a)(2)(ii)(C) of 
this section. 

(ii) Applicability and sampling location 
for new community water systems or 
sources. All new CWSs or CWSs that use 
a new source of water must begin to 
conduct initial monitoring for the new 
source within the first quarter after 
initiating use of the source. CWSs must 
conduct more frequent monitoring 
when ordered by the State in the event 
of possible contamination or when 
changes in the distribution system or 
treatment processes occur which may 
increase the concentration of radioac-
tivity in finished water. 

(2) Initial monitoring: Systems must 
conduct initial monitoring for gross 

alpha particle activity, radium-226, ra-
dium-228, and uranium as follows: 

(i) Systems without acceptable his-
torical data, as defined below, must 
collect four consecutive quarterly sam-
ples at all sampling points before De-
cember 31, 2007. 

(ii) Grandfathering of data: States 
may allow historical monitoring data 
collected at a sampling point to satisfy 
the initial monitoring requirements for 
that sampling point, for the following 
situations. 

(A) To satisfy initial monitoring re-
quirements, a community water sys-
tem having only one entry point to the 
distribution system may use the moni-
toring data from the last compliance 
monitoring period that began between 
June 2000 and December 8, 2003. 

(B) To satisfy initial monitoring re-
quirements, a community water sys-
tem with multiple entry points and 
having appropriate historical moni-
toring data for each entry point to the 
distribution system may use the moni-
toring data from the last compliance 
monitoring period that began between 
June 2000 and December 8, 2003. 

(C) To satisfy initial monitoring re-
quirements, a community water sys-
tem with appropriate historical data 
for a representative point in the dis-
tribution system may use the moni-
toring data from the last compliance 
monitoring period that began between 
June 2000 and December 8, 2003, pro-
vided that the State finds that the his-
torical data satisfactorily demonstrate 
that each entry point to the distribu-
tion system is expected to be in com-
pliance based upon the historical data 
and reasonable assumptions about the 
variability of contaminant levels be-
tween entry points. The State must 
make a written finding indicating how 
the data conforms to the these require-
ments. 

(iii) For gross alpha particle activity, 
uranium, radium-226, and radium-228 
monitoring, the State may waive the 
final two quarters of initial monitoring 
for a sampling point if the results of 
the samples from the previous two 
quarters are below the detection limit. 

(iv) If the average of the initial moni-
toring results for a sampling point is 
above the MCL, the system must col-
lect and analyze quarterly samples at 
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that sampling point until the system 
has results from four consecutive quar-
ters that are at or below the MCL, un-
less the system enters into another 
schedule as part of a formal compli-
ance agreement with the State. 

(3) Reduced monitoring: States may 
allow community water systems to re-
duce the future frequency of moni-
toring from once every three years to 
once every six or nine years at each 
sampling point, based on the following 
criteria. 

(i) If the average of the initial moni-
toring results for each contaminant 
(i.e., gross alpha particle activity, ura-
nium, radium-226, or radium-228) is 
below the detection limit specified in 
Table B, in § 141.25(c)(1), the system 
must collect and analyze for that con-
taminant using at least one sample at 
that sampling point every nine years. 

(ii) For gross alpha particle activity 
and uranium, if the average of the ini-
tial monitoring results for each con-
taminant is at or above the detection 
limit but at or below 1⁄2 the MCL, the 
system must collect and analyze for 
that contaminant using at least one 
sample at that sampling point every 
six years. For combined radium-226 and 
radium-228, the analytical results must 
be combined. If the average of the com-
bined initial monitoring results for ra-
dium-226 and radium-228 is at or above 
the detection limit but at or below 1⁄2 
the MCL, the system must collect and 
analyze for that contaminant using at 
least one sample at that sampling 
point every six years. 

(iii) For gross alpha particle activity 
and uranium, if the average of the ini-
tial monitoring results for each con-
taminant is above 1⁄2 the MCL but at or 
below the MCL, the system must col-
lect and analyze at least one sample at 
that sampling point every three years. 
For combined radium-226 and radium- 
228, the analytical results must be 
combined. If the average of the com-
bined initial monitoring results for ra-
dium-226 and radium-228 is above 1⁄2 the 
MCL but at or below the MCL, the sys-
tem must collect and analyze at least 
one sample at that sampling point 
every three years. 

(iv) Systems must use the samples 
collected during the reduced moni-
toring period to determine the moni-

toring frequency for subsequent moni-
toring periods (e.g., if a system’s sam-
pling point is on a nine year moni-
toring period, and the sample result is 
above 1⁄2 MCL, then the next moni-
toring period for that sampling point is 
three years). 

(v) If a system has a monitoring re-
sult that exceeds the MCL while on re-
duced monitoring, the system must 
collect and analyze quarterly samples 
at that sampling point until the sys-
tem has results from four consecutive 
quarters that are below the MCL, un-
less the system enters into another 
schedule as part of a formal compli-
ance agreement with the State. 

(4) Compositing: To fulfill quarterly 
monitoring requirements for gross 
alpha particle activity, radium-226, ra-
dium-228, or uranium, a system may 
composite up to four consecutive quar-
terly samples from a single entry point 
if analysis is done within a year of the 
first sample. States will treat analyt-
ical results from the composited as the 
average analytical result to determine 
compliance with the MCLs and the fu-
ture monitoring frequency. If the ana-
lytical result from the composited 
sample is greater than 1⁄2 MCL, the 
State may direct the system to take 
additional quarterly samples before al-
lowing the system to sample under a 
reduced monitoring schedule. 

(5) A gross alpha particle activity 
measurement may be substituted for 
the required radium-226 measurement 
provided that the measured gross alpha 
particle activity does not exceed 5 pCi/ 
l. A gross alpha particle activity meas-
urement may be substituted for the re-
quired uranium measurement provided 
that the measured gross alpha particle 
activity does not exceed 15 pCi/l. The 
gross alpha measurement shall have a 
confidence interval of 95% (1.65s, where 
s is the standard deviation of the net 
counting rate of the sample) for ra-
dium-226 and uranium. When a system 
uses a gross alpha particle activity 
measurement in lieu of a radium-226 
and/or uranium measurement, the 
gross alpha particle activity analytical 
result will be used to determine the fu-
ture monitoring frequency for radium- 
226 and/or uranium. If the gross alpha 
particle activity result is less than de-
tection, 1⁄2 the detection limit will be 
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used to determine compliance and the 
future monitoring frequency. 

(b) Monitoring and compliance require-
ments for beta particle and photon radio-
activity. To determine compliance with 
the maximum contaminant levels in 
§ 141.66(d) for beta particle and photon 
radioactivity, a system must monitor 
at a frequency as follows: 

(1) Community water systems (both 
surface and ground water) designated 
by the State as vulnerable must sample 
for beta particle and photon radioac-
tivity. Systems must collect quarterly 
samples for beta emitters and annual 
samples for tritium and strontium-90 
at each entry point to the distribution 
system (hereafter called a sampling 
point), beginning within one quarter 
after being notified by the State. Sys-
tems already designated by the State 
must continue to sample until the 
State reviews and either reaffirms or 
removes the designation. 

(i) If the gross beta particle activity 
minus the naturally occurring potas-
sium-40 beta particle activity at a sam-
pling point has a running annual aver-
age (computed quarterly) less than or 
equal to 50 pCi/L (screening level), the 
State may reduce the frequency of 
monitoring at that sampling point to 
once every 3 years. Systems must col-
lect all samples required in paragraph 
(b)(1) of this section during the reduced 
monitoring period. 

(ii) For systems in the vicinity of a 
nuclear facility, the State may allow 
the CWS to utilize environmental sur-
veillance data collected by the nuclear 
facility in lieu of monitoring at the 
system’s entry point(s), where the 
State determines if such data is appli-
cable to a particular water system. In 
the event that there is a release from a 
nuclear facility, systems which are 
using surveillance data must begin 
monitoring at the community water 
system’s entry point(s) in accordance 
with paragraph (b)(1) of this section. 

(2) Community water systems (both 
surface and ground water) designated 
by the State as utilizing waters con-
taminated by effluents from nuclear fa-
cilities must sample for beta particle 
and photon radioactivity. Systems 
must collect quarterly samples for beta 
emitters and iodine-131 and annual 
samples for tritium and strontium-90 

at each entry point to the distribution 
system (hereafter called a sampling 
point), beginning within one quarter 
after being notified by the State. Sys-
tems already designated by the State 
as systems using waters contaminated 
by effluents from nuclear facilities 
must continue to sample until the 
State reviews and either reaffirms or 
removes the designation. 

(i) Quarterly monitoring for gross 
beta particle activity shall be based on 
the analysis of monthly samples or the 
analysis of a composite of three month-
ly samples. The former is rec-
ommended. 

(ii) For iodine-131, a composite of five 
consecutive daily samples shall be ana-
lyzed once each quarter. As ordered by 
the State, more frequent monitoring 
shall be conducted when iodine-131 is 
identified in the finished water. 

(iii) Annual monitoring for stron-
tium-90 and tritium shall be conducted 
by means of the analysis of a com-
posite of four consecutive quarterly 
samples or analysis of four quarterly 
samples. The latter procedure is rec-
ommended. 

(iv) If the gross beta particle activity 
beta minus the naturally occurring po-
tassium-40 beta particle activity at a 
sampling point has a running annual 
average (computed quarterly) less than 
or equal to 15 pCi/L, the State may re-
duce the frequency of monitoring at 
that sampling point to every 3 years. 
Systems must collect all samples re-
quired in paragraph (b)(2) of this sec-
tion during the reduced monitoring pe-
riod. 

(v) For systems in the vicinity of a 
nuclear facility, the State may allow 
the CWS to utilize environmental sur-
veillance data collected by the nuclear 
facility in lieu of monitoring at the 
system’s entry point(s), where the 
State determines if such data is appli-
cable to a particular water system. In 
the event that there is a release from a 
nuclear facility, systems which are 
using surveillance data must begin 
monitoring at the community water 
system’s entry point(s) in accordance 
with paragraph (b)(2) of this section. 

(3) Community water systems des-
ignated by the State to monitor for 
beta particle and photon radioactivity 
can not apply to the State for a waiver 

VerDate May<21>2004 03:50 Aug 06, 2004 Jkt 203160 PO 00000 Frm 00389 Fmt 8010 Sfmt 8010 Y:\SGML\203160T.XXX 203160T



390 

40 CFR Ch. I (7–1–04 Edition) § 141.26 

from the monitoring frequencies speci-
fied in paragraph (b)(1) or (b)(2) of this 
section. 

(4) Community water systems may 
analyze for naturally occurring potas-
sium-40 beta particle activity from the 
same or equivalent sample used for the 
gross beta particle activity analysis. 
Systems are allowed to subtract the 
potassium-40 beta particle activity 
value from the total gross beta particle 
activity value to determine if the 
screening level is exceeded. The potas-
sium-40 beta particle activity must be 
calculated by multiplying elemental 
potassium concentrations (in mg/L) by 
a factor of 0.82. 

(5) If the gross beta particle activity 
minus the naturally occurring potas-
sium-40 beta particle activity exceeds 
the screening level, an analysis of the 
sample must be performed to identify 
the major radioactive constituents 
present in the sample and the appro-
priate doses must be calculated and 
summed to determine compliance with 
§ 141.66(d)(1), using the formula in 
§ 141.66(d)(2). Doses must also be cal-
culated and combined for measured 
levels of tritium and strontium to de-
termine compliance. 

(6) Systems must monitor monthly 
at the sampling point(s) which exceed 
the maximum contaminant level in 
§ 141.66(d) beginning the month after 
the exceedance occurs. Systems must 
continue monthly monitoring until the 
system has established, by a rolling av-
erage of 3 monthly samples, that the 
MCL is being met. Systems who estab-
lish that the MCL is being met must 
return to quarterly monitoring until 
they meet the requirements set forth 
in paragraph (b)(1)(ii) or (b)(2)(i) of this 
section. 

(c) General monitoring and compliance 
requirements for radionuclides. (1) The 
State may require more frequent moni-
toring than specified in paragraphs (a) 
and (b) of this section, or may require 
confirmation samples at its discretion. 
The results of the initial and confirma-
tion samples will be averaged for use in 
compliance determinations. 

(2) Each public water systems shall 
monitor at the time designated by the 
State during each compliance period. 

(3) Compliance: Compliance with 
§ 141.66 (b) through (e) will be deter-

mined based on the analytical result(s) 
obtained at each sampling point. If one 
sampling point is in violation of an 
MCL, the system is in violation of the 
MCL. 

(i) For systems monitoring more 
than once per year, compliance with 
the MCL is determined by a running 
annual average at each sampling point. 
If the average of any sampling point is 
greater than the MCL, then the system 
is out of compliance with the MCL. 

(ii) For systems monitoring more 
than once per year, if any sample re-
sult will cause the running average to 
exceed the MCL at any sample point, 
the system is out of compliance with 
the MCL immediately. 

(iii) Systems must include all sam-
ples taken and analyzed under the pro-
visions of this section in determining 
compliance, even if that number is 
greater than the minimum required. 

(iv) If a system does not collect all 
required samples when compliance is 
based on a running annual average of 
quarterly samples, compliance will be 
based on the running average of the 
samples collected. 

(v) If a sample result is less than the 
detection limit, zero will be used to 
calculate the annual average, unless a 
gross alpha particle activity is being 
used in lieu of radium-226 and/or ura-
nium. If the gross alpha particle activ-
ity result is less than detection, 1⁄2 the 
detection limit will be used to cal-
culate the annual average. 

(4) States have the discretion to de-
lete results of obvious sampling or ana-
lytic errors. 

(5) If the MCL for radioactivity set 
forth in § 141.66 (b) through (e) is ex-
ceeded, the operator of a community 
water system must give notice to the 
State pursuant to § 141.31 and to the 
public as required by subpart Q of this 
part. 

[65 FR 76745, Dec. 7, 2000] 

EFFECTIVE DATE NOTE: At 69 FR 38855, June 
29, 2004, § 141.26 was amended by revising 
paragraphs (b)(2)(iv) and (b)(5) and in para-
graph (b)(6) by removing the citation 
‘‘(b)(1)(ii)’’ and adding in its place ‘‘(b)(1)(i)’’ 
and by removing the citation ‘‘(b)(2)(i)’’ and 
adding in its place ‘‘(b)(2)(iv)’’, effective July 
29, 2004. For the convenience of the user, the 
revised text is set forth as follows: 

VerDate May<21>2004 03:50 Aug 06, 2004 Jkt 203160 PO 00000 Frm 00390 Fmt 8010 Sfmt 8010 Y:\SGML\203160T.XXX 203160T



391 

Environmental Protection Agency § 141.30 

§ 141.26 Monitoring frequency and compli-
ance requirements for radionuclides in 
community water systems. 

* * * * * 

(b) * * * 
(2) * * * 
(iv) If the gross beta particle activity 

minus the naturally occurring potassium-40 
beta particle activity at a sampling point 
has a running annual average (computed 
quarterly) less than or equal to 15 pCi/L 
(screening level), the State may reduce the 
frequency of monitoring at that sampling 
point to every 3 years. Systems must collect 
the same type of samples required in para-
graph (b)(2) of this section during the re-
duced monitoring period. 

* * * * * 

(5) If the gross beta particle activity minus 
the naturally occurring potassium-40 beta 
particle activity exceeds the appropriate 
screening level, an analysis of the sample 
must be performed to identify the major ra-
dioactive constituents present in the sample 
and the appropriate doses must be calculated 
and summed to determine compliance with 
§ 141.66(d)(1), using the formula in 
§ 141.66(d)(2). Doses must also be calculated 
and combined for measured levels of tritium 
and strontium to determine compliance. 

* * * * * 

§ 141.27 Alternate analytical tech-
niques. 

(a) With the written permission of 
the State, concurred in by the Admin-
istrator of the U.S. EPA, an alternate 
analytical technique may be employed. 
An alternate technique shall be accept-
ed only if it is substantially equivalent 
to the prescribed test in both precision 
and accuracy as it relates to the deter-
mination of compliance with any MCL. 
The use of the alternate analytical 
technique shall not decrease the fre-
quency of monitoring required by this 
part. 

[45 FR 57345, Aug. 27, 1980] 

§ 141.28 Certified laboratories. 
(a) For the purpose of determining 

compliance with §§ 141.21 through 
141.27, 141.30, 141.40, 141.74 and 141.89, 
samples may be considered only if they 
have been analyzed by a laboratory 
certified by the State except that 
measurements for alkalinity, calcium, 

conductivity, disinfectant residual, 
orthophosphate, pH, silica, tempera-
ture and turbidity may be performed 
by any person acceptable to the State. 

(b) Nothing in this part shall be con-
strued to preclude the State or any 
duly designated representative of the 
State from taking samples or from 
using the results from such samples to 
determine compliance by a supplier of 
water with the applicable requirements 
of this part. 

[45 FR 57345, Aug. 27, 1980; 47 FR 10999, Mar. 
12, 1982, as amended at 59 FR 34323, July 1, 
1994; 64 FR 67465, Dec. 1, 1999] 

§ 141.29 Monitoring of consecutive 
public water systems. 

When a public water system supplies 
water to one or more other public 
water systems, the State may modify 
the monitoring requirements imposed 
by this part to the extent that the 
interconnection of the systems justi-
fies treating them as a single system 
for monitoring purposes. Any modified 
monitoring shall be conducted pursu-
ant to a schedule specified by the State 
and concurred in by the Administrator 
of the U.S. Environmental Protection 
Agency. 

§ 141.30 Total trihalomethanes sam-
pling, analytical and other require-
ments. 

(a) Community water system which 
serve a population of 10,000 or more in-
dividuals and which add a disinfectant 
(oxidant) to the water in any part of 
the drinking water treatment process 
shall analyze for total trihalomethanes 
in accordance with this section. For 
systems serving 75,000 or more individ-
uals, sampling and analyses shall begin 
not later than 1 year after the date of 
promulgation of this regulation. For 
systems serving 10,000 to 74,999 individ-
uals, sampling and analyses shall begin 
not later than 3 years after the date of 
promulgation of this regulation. For 
the purpose of this section, the min-
imum number of samples required to be 
taken by the system shall be based on 
the number of treatment plants used 
by the system, except that multiple 
wells drawing raw water from a single 
aquifer may, with the State approval, 
be considered one treatment plant for 
determining the minimum number of 
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